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P1P1 - ISSUED PRELIMINARY FOR CLIENT'S COMMENT - 27 04 26

IROKO COVER TO EXTERNAL
UNIT OF TOSHIBA HARIO R32
AIR CONDITIONING SYSTEM.

Ø60mm HOLE IN EXTERNAL WALL. TO
BE DRILLED FROM OUTSIDE IN

ACCORDANCE WITH HE GUIDANCE.
HOLE TO ALLOW AIR CONDITIONING

PIPEWORK TO CONNECT TO EXTERNAL
UNIT. HOLE POINTED IN LIME MORTAR.

 AC PIPEWORK IN TRUNKING
IN INTERNAL CUPBOARD.

 AC PIPEWORK TO BE WITHIN FLOOR ZONE
ABOVE HALLWAY. PIPES TO RUN BETWEEN
JOISTS. Ø60 HOLE TO BE FORMED IN C21

PLASTERBOARD CEILING.

 AC PIPEWORK RISES IN
TRUNKING IN INTERNAL

CUPBOARD.

 AC PIPEWORK IN TRUNKING.

TOSHIBA RAS R32 AIR
CONDITIONING INTERNAL UNIT

FIXED TO C21 STUDWORK.

FORM LOCAL Ø150mm HOLE IN
C21CEILING TO ALLOW DUCT
CONNECTION TO EXTERNAL VENT. HOLE
TO BE BETWEEN RAFTER MEMBERS.

LOCALLY LIFT C21 FLOOR
FINISHES TO ALLOW PIPEWORK
ACCESS TO FLOOR ZONE AND

REINSTATE ON COMPLETION.
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