
roof - proposed scheme one

Water ingress through existing chimney
requires replacement lead flashings and
back gutters round chimney stack, with
existing gypsum internal plaster finish
removed and replaced with lime putty
plaster and distemper finish.

AMENDMENTREV BY DATECHECK

- Initial issue IC SP 20.02.25

a Updated issue with legends IC SP 08.05.26

b Update to Client comments IC SP 18.05.26
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