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THIS APPLICATION: external attenuation enclosure
to VRV equipment for heating and cooling
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No. Notes All landscaping shown indicatively

FOR PLANNING Job: TH - Walled Garden Buildings

1. Dimensions to be verified on site. Only figured dimensions to be
used and any discrepancies in dimensions are to be reported to the
architect. No dimensions are to be scaled from printed drawings.
Any areas indicated on this drawing are for guidance only. No
responsibility is taken for their accuracy.

Title: Building 16 & 16a (Plant) - Section DD

2. There is a risk of injury or death in construction if the works are not
properly planned and supervised. The contractor must not
undertake any element of the work without first having carried out
the necessary risk assessments and prepared detailed method
statements.
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