
Materials list and description of pavement work

7, Shaftesbury Road, SP34BL

Area measuring 5.5m x 2m

1. Attend site and establish welfare facilities and erect all necessary signage and barriers to
conduct works under Chapter 8 of the New Street Works Act.

2. Break out 6 no. kerbs together with concrete haunching and bed and remove arisings to tip.

3. Supply and fit pair taper kerbs and 4 no. 150 × 125 × 915 mm PC concrete crossing kerbs on a
150 mm thick bed of ST1 concrete, well haunched.

4. Break out for and supply and fit 6 no. 150 × 50 × 915 mm PC concrete path edging on a 100 mm
thick bed of ST1 concrete, well haunched.

5. Break out existing tarmac surfacing and re-grade and consolidate sub-base to suit new falls and
cross falls. Remove all surplus arisings to tip off site.

6. Supply and lay to falls over prepared sub-base: 60 mm consolidated thickness of AC20 dense
binder course followed with 25 mm consolidated thickness AC6 dense surface course (100/150
PEN).

7. Seal joints with hot applied bitumen and remove all surplus materials and plant upon completion.


