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CUBICLE/SERVICE AREA EXTRACT FANS (CEILING MOUNTED) - VENT-AXIA T SERIES PIR OR SIMILAR (MIN > 6 AIR CHANGES PER HOUR) A - LOW ENERGY LED DOWNLIGHT FITTING VIA PIR SENSOR
AE - LOW ENERGY LED DOWNLIGHT FITTING w/EMERGENCY VIA PIR SENSOR
STORAGE AREA EXTRACT FAN (CEILING MOUNTED) - VENT-AXIA T SERIES PIR OR SIMILAR (MIN > 6 AIR CHANGES PER HOUR)
CEILING HEIGHT APPROX 2400mm FROM FFL B- STRIPLED/VANDAL RESISTANT ON TIMER
- FIRE EXIT AND EMERGENCY LIGHT
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