
Installation address
Heat pump make & model
Heat pump installation location

Step Assessment Position 1 Assessment Position 2 Assessment Position 3 Assessment Position 4
1 Date calculation undertaken 12/08/2026

2 Description of assessment position
Rear of proposed Ancillary building to closest 
part of agricultural building

Proposed ASHP location to middle of 
dwelling

3 A-weighted sound power level, dB(A) 60 60
4 Determination of directivity (Q) - select number of reflective surfaces one reflective surface one reflective surface
5 Distance from heat pump to assessment positions, in m 9 30

Determination of barrier correction - select barrier type vegetation solid wall (mass >=10kg/m2)
Determination of barrier correction - select line of sight no view no view

7 Calculate sound pressure level 32.9 12.5 #DIV/0! #DIV/0!
8 Pass/fail noise limit of 37.0 dB(A) pass pass #DIV/0! #DIV/0!

6

Rear of proposed ancillary building

Project Details (optional)
Minal Woodlands House

8kw Midea  R290




