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Recommendations: install a new 6-person sewage treatment plant (STP) with an inlet depth of 600mm

deep with integral pump.

Install and replace manhole 2 with new manhole to change the direction of the

downstream flow to the new STP location.

From new manhole Install 10m of new inlet pipework 100mm to new sewage

treatment plant location through gravel driveway, install will need to be suitable for

vehicles.

2m section of hedge will need to be removed to access rear garden with machinery.

Install 42m outlet pumping main through gravel driveway and grass lawn to rear of

property.

Install new sample chamber and 2m of 100mm pipework with non-return valve and
discharge to river.

The electric will come from the house through 5m of concrete then 5m of gravel
drive over unmade ground then 2m of paving slabs.

50m of ground protection will be required.

Permit will be required as property in SSSI
and SPZ zone.






