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Existing timber rafters.

New treated softwood timber battens.

Natural clay tiles (Dark Antique).

King post truss

15mm plywood floor for storage.

50x50mm treated softwood timber battens.

15mm Savolit Plus Wood Wool Board with 3
coat lime plaster finish.

STEICO Multi Membra 5 Airtightness
Membrane (VCL) laid below joists.

Airtrak F25 Fascia Ventilator at eaves
(optional)

Existing stone wall

Partel EXOPERM DURO 300 Fuse Bat
Friendly Breather Membrane laid over
insulation and fixed to back of joists.

STEICO Flex 036 Flexible Wood Fibre
Insulation laid between new 150x50mm
treated softwood timber joists.

Existing timber floor.

STEICO Flex 036 Flexible Wood Fibre
Insulation laid between existing timber
ceiling joists.

TLX Batsafe Breathable Membrane.

Powder coated aluminium
ogee gutter (black)
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