Cathedral Hotel

Date: 02/09/2026

23007-2097 - Door Schedule Revision: P-03
Window . . Existing Proposed - . . . . Ironmongery . Drawing
Locati R Elevati D T . . Finish [e]} B Fire Rati [e]} T Structural O
Reference ocation oom evation oor Type Material Material inis| azing Bars | Fire Rating azing Type Type ructural Opening (mm) Reference
Casement Double - CDD1 Heritage 4-12-4 Newbury Range
D.0.01 Ground Floor Lobby Front Elevation | with openable glazed top Timber Timber - Accoya White Eggshell N/A N/A 9 in aged brass TBC on site 23007 - 2092
light from Anvil
Casement Double - CDD1 Heritage 4-12-4 Newbury Range
D.0.02 Ground Floor Lobby Front Elevation | with openable glazed top Timber Timber - Accoya White Eggshell N/A N/A 9 in aged brass TBC on site 23007 - 2092
light from Anvil
Casement Double - CDD1 Heritage 4-12-4 Newbury Range
D.0.03 Ground Floor Reception Front Elevation | with openable glazed top Timber Timber - Accoya White Eggshell N/A N/A 9 in aged brass TBC on site 23007 - 2092
light from Anvil
Casement Entrance - Newbury Range
D.0.04 Ground Floor Entrance Front Elevation CED1 with openable Timber Timber - Accoya White Eggshell N/A N/A Heritage 4-12-4 in aged brass TBC on site 23007 - 2092
glazed top light from Anvil
Casement Double - CDD1 Heritage 4-12-4 | Newbury Range
D.0.05 Ground Floor Bar Front Elevation | with openable glazed top N/A Timber - Accoya White Eggshell N/A N/A With obscured in aged brass 1290 x 2565 - TBC on site 23007 - 2092
light glazing from Anvil
Casement Double - CDD1 Heritage 4-12-4 | Newbury Range
D.0.06 Ground Floor Corridor Front Elevation | with openable glazed top N/A Timber - Accoya White Eggshell N/A N/A With obscured in aged brass 1290 x 2565 - TBC on site 23007 - 2092
light glazing from Anvil
D.0.07 Ground Floor Corridor Rear Elevation Double Door Timber Timber RAL9005 N/A N/A N/A TBC on site
D.0.08 Ground Floor Cy“'esfoiemse West Elevation Double Door Timber Timber N/A FD30S N/A 1510 x 2110
D.0.09 Ground Floor Cyc'esf‘orR:fuse N/A Double Door N/A Timber N/A FD30S N/A 1510 x 2110
D.0.10 Ground Floor | Plant Compound N/A Single Door N/A Timber N/A FD30S N/A 910 x 2110
D.0.11 Ground Floor Kitchen Rear Elevation Single Door N/A Steel RAL9005 N/A FD30S N/A 910 x 2110
D.0.12 Ground Floor Restaurant Rear Elevation Double Door N/A Steel RAL9005 N/A N/A N/A TBC by glazing specialist
D.0.13 Ground Floor Restaurant Rear Elevation Double Door N/A Steel RAL9005 N/A N/A N/A TBC by glazing specialist
D.0.14 Ground Floor |Water Tank Store N/A Single Door Timber Timber N/A FD30 N/A 810 x 2110
D.0.15 Ground Floor Stair 2 Rear Elevation Single Door N/A Steel RAL9005 N/A FD30 N/A 910 x 2110
D.0.16 Ground Floor Reception INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S hammered glass Type 1 TBC by glazing specialist 584*(.?\:[:24‘(D0°r
D.0.17 Ground Floor Entrance INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S hammered glass Type 1 TBC by glazing specialist 584*(.?\:[:222*'300"
D.0.18 Ground Floor Bar INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S Stained & Type 1 TBC by glazing specialist | 204—(31)03_Door
) hammered glass Tvpe 3
D.0.19 Ground Floor Cellar INTERNAL Single 6 Panel - S6P N/A Timber C'aybrg‘;';;aﬂe'”e N/A FD30S N/A Type 4 910 x 2110 5844?\:32557%”
D.0.21 Ground Floor Restaurant INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S hammered glass Type 1 TBC by glazing specialist 584*(.?\:[:299*'300"
D.0.22 Ground Floor Toilets INTERNAL Single 6 Panel - S6P N/A Painted Timber | O ’:::;;;T“ay N/A N/A Type 7 1010 x 2110 5847(%22557'30”
D.0.23 Ground Floor Male toilets INTERNAL Single 6 Panel - S6P N/A Painted Timber | C°% :::;;;fs"ay N/A N/A Type 7 910 x 2110 5844?\:32557%”
D.0.24 Ground Floor | Female Toilets | INTERNAL Single 6 Panel - S6P N/A Painted Timber | C°% ’:::;;;T“ay N/A N/A Type 7 910 x 2110 5847(%22557'30”
D.0.25 Ground Floor Disable INTERNAL Single 6 Panel - S6P N/A Painted Timber | C°% :::;;;fs"ay N/A N/A Type 7 1010 x 2110 5844?\:32557%”
D.0.26 Ground Floor BOH Cold INTERNAL Single 6 Panel - S6P N/A Painted Timper | C08t Next Tuesday N/A Clear glass Type 7 910 x 2110 584_(31)11_Door
Storage eqgshell Tvpe 11
D.0.27 Ground Floor Private Dining INTERNAL Double Sliding System N/A Glazed RAL9005 N/A hammered glass Type 1 2685 x 2110 584*_?_?/:)2 (1)6Door
D.0.28 Ground Floor | BOH Kitchen INTERNAL Single 6 Panel - S6P N/A Timber Coat Next Tuesday N/A Clear glass Type 7 910 x 2110 584_(31)11_Door
eqgshell Tvpe 11
D.0.29 Ground Floor Cy"'esf‘orR:f“se N/A Double Door N/A Timber N/A N/A N/A
D.0.30 Ground Floor BOH WC INTERNAL flush Door N/A Timber White Eggshell N/A N/A Type 8 TBC on site
D.0.31 Ground Floor Lift Lobby INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S hammered glass Type 1 TBC on site 584*_?_?/:)2 %Door
D.0.32 Ground Floor Reception INTERNAL Metal Frame Glazed N/A Glazed RAL9005 N/A FD30S hammered glass Type 1 910 x 2110 584*_?_?/:]2 %Door
D.0.33 Ground Floor Club room INTERNAL Heritage Arched Folding N/A Timber Glazed N/A Clear glass Type 6 TBC on site 5847(1(_%\:[:21(D00r
D.0.34 Ground Floor Club Room INTERNAL Double 6 Panel - D6P N/A Timber N/A FD30S N/A Type 3 1510 x 2110 5847$\:£8§D00r
D.0.35 Ground Floor Office INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A Type 4 910 x 2110 584*(.?\:[:265'300"
D.0.36 Ground Floor Office INTERNAL flush Door Timber Painted Timber White Eggshell N/A FD30S N/A Type 8 TBC on site
D.0.37 Ground Floor Office INTERNAL flush Door Timber Painted Timber White Eggshell N/A FD30S N/A Type 8 TBC on site
D.01.01 First Floor Landing INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A Type 7 TBC on site 584—(_;_3\20)2%%”
D.01.03 First Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 810 x 2110 584—(_;_3\20)255—%”
D.01.04 First Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 810x 2110 584—(1?’\:0)255—%”
D.01.05 First Floor Landing INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A Type 7 910 x 2110 584—(_;_3\20)265%”
) ) . 584_(31)07_Door
D.01.06 First Floor Linen Store INTERNAL Double 6 Panel - D6P N/A Timber N/A FD30S N/A Type 9 1510 x 2110 Type 7
D.01.07 First Floor Corridor INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A Type 7 910 x 2110 584—(_;_3\20)255—%”
D.01.08 First Floor Exterior West Elevation Single Door N/A Steel N/A FD60S N/A 910 x 2110 c&w
D.01.09 First Floor Suite 1 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 TBC on site 584—(_;_3\20)255—%”
D.01.10 First Floor Suite 1 INTERNAL bespoke hidden panel N/A Timber N/A N/A Type 5 910 x 2110
D.01.11 First Floor Suite 2 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 910 x 2110 584—(_;_3\20)255—%”
D.01.12 First Floor Suite 2 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A N/A Type 5 910 x 2110 584—(1?’\:0)255—%”
) . . . . . 584_(31)05_Door
D.01.13 First Floor Suite 3 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 TBC on site Tvpe 5
D.01.14 First Floor Suite 3 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A N/A Type 5 910 x 2110 584—(1?’\:0)255—%”
) . . . . 584_(31)05_Door
D.01.15 First Floor Suite 4 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD30S N/A Type 4 910 x 2110 Tyoe 5
D.01.16 First Floor Suite 4 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A N/A Type 5 910 x 2110 584—(1?’\:0)255—%”
) . . . . 584_(31)05_Door
D.01.17 First Floor Suite 5 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A FD60S N/A Type 4 910 x 2110 Tyoe 5
D.01.18 First Floor Suite 5 INTERNAL Single 6 Panel - S6P N/A Painted Timber N/A N/A Type 5 910 x 2110 584—(1?’\:0)255—%”
. Newbury Range
D.01.19 First Floor Suite 1 Front Elevation EElERy Mgy BD.1 it Timber Timber - Accoya N/A Heritage 4-8-4 in aged brass TBC on site 23007 - 2093
fixed glazed toplight R
from Anvil
. Newbury Range
D.01.20 First Floor Suite 1 Front Elevation | B&lcony Door - BD1 with Timber Timber - Accoya N/A Heritage 4-8-4 | in aged brass TBC on site 23007 - 2093
fixed glazed toplight R
from Anvil
. Newbury Range
D.01.21 First Floor Suite 1 Front Elevation EElERy Mg BD.1 it Timber Timber - Accoya N/A Heritage 4-8-4 in aged brass TBC on site 23007 - 2093
fixed glazed toplight R
from Anvil
D.01.22 First Floor Exterior Stair 3 | West Elevation Single Door N/A Steel N/A FD60S N/A 910 x 2110
D.02.01 Second Floor Landing INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A Type 7 910 x 2110 5847$\:£6§D00r
D.02.02 Second Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 584*(.?\:[:255*'300"
D.02.03 Second Floor Landing INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 5847(_?_\1”))06557D00r
D.02.04 Second Floor Corridor INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 5847(_?_\1”)]0;57D00r
D.02.05 Second Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 5847(_?_\1”))06557D00r
D.02.06 Second Floor Corridor INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 5847(_?_\1”)]0;57D00r
D.02.07 Second Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 810 x 2110 5847(_?_\1”))06557D00r
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584_(31)05_Door

D.02.08 Second Floor Suite 6 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 910 x 2110 Type5
D.02.09 Second Floor Suite 6 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584*(_?_\1”)]0:5*D°°r
D.02.10 Second Floor Suite 7 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 1010 x 2110 5847(_?_\1”))0;57D00r
D.02.11 Second Floor Suite 7 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 1010 x 2110 584*(_?_\1”)]0:5*D°°r
D.02.12 Second Floor Suite 8 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 5 TBC on site 5847(_?_\1”))0;57D00r
D.02.13 Second Floor Suite 8 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 4 910 x 2110 584*(_?_\1”)]0:5*D°°r
D.02.14 Second Floor Suite 8 & 9 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 9 910 x 2110 5847(_?_\1”))0;57D00r
D.02.15 Second Floor Suite 9 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 910 x 2110 584*(_?_\1”)]0:5*D°°r
D.02.16 Second Floor Suite 9 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 5847(_?_\1”))0;57D00r
D.02.17 Second Floor Suite 10 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 910 x 2110 584*(_?_\1”)]0:5*D°°r
D.02.18 Second Floor Suite 10 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 5 910 x 2110 5847(_?_\1”))0;57D00r
D.02.19 Second Floor Cleaners INTERNAL Small Double N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 1210 x 2110 5847(%:327{D00r
D.03.01 Third Floor Landing INTERNAL Double 6 Panel - D6P N/A Timber N/A FD30S N/A Type 7 1510 x 2110 584—$’3328§D0°r
D.03.02 Third Floor Corridor INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 584—(_?_\1“))22—%”
D.03.03 Third Floor Corridor INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 584_(_?_\1"))(;%_Door
D.03.04 Third Floor Storage INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 584—(_?_\1“))22—%”
D.03.05 Third Floor Corridor INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 7 910 x 2110 584_(_?_\1"))(;%_Door
D.03.06 Third Floor Spa INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A type 3 910 x 2110
D.03.07 Third Floor Spa INTERNAL Single 6 Panel - S6P N/A Timber N/A FD30S N/A TBC 910 x 2110
D.03.08 Third Floor Spa INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584—(_?_\1“))22—%”
D.03.09 Third Floor Spa INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.10 Third Floor Spa INTERNAL | Timber Wicker Bifold - TB1 N/A Timber N/A N/A Type 10 2615 x 2110 584-_?_:\3/:)2 %Door
D.03.11 Third Floor Spa bath INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.12 Third Floor Suite 11 INTERNAL Double 6 Panel - D6P N/A Timber N/A FD30S N/A Type 4 1510 x 2110 584_(_;_3\:0)277_Door
D.03.13 Third Floor Suite 11 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.14 Third Floor Suite 11 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 5 910 x 2110 584_(_?_3:)(;2_Door
D.03.15 Third Floor Suite 11 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.16 Third Floor Suite 12 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 910 x 2110 584_(_?_3:)(;2_Door
D.03.17 Third Floor Suite 12 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.18 Third Floor Suite 13 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 910 x 2110 584_(_?_3:)(;2_Door
D.03.19 Third Floor Suite 13 INTERNAL Single 6 Panel - S6P N/A Painted Timber White Eggshell N/A N/A Type 5 910 x 2110 584_(_?_\1"))(;%_Door
D.03.20 Third Floor Cleaners INTERNAL Small Double N/A Painted Timber White Eggshell N/A FD30S N/A Type 4 1210 x 2110 584—(_;_3\20)277—%”
D.04.01 Fourth Floor Stairs INTERNAL Single 6 Panel - S6P N/A Painted Timber white eggshell N/A FD30S Type 7
D.04.02 Fourth Floor DWC INTERNAL Single 6 Panel - S6P N/A Painted Timber white eggshell N/A FD30S Type 5
D.04.03 Fourth Floor external West Elevation Single Door N/A Steel Ral 9005 N/A FD30S N/A 1010 x 2110
D.04.04 Fourth Floor Corridor INTERNAL Part ‘F’fa':":‘;‘;f'ass N/A Glazed Ral 9005 N/A FD30S Sy:f‘:m"zf’é%‘ﬁ;‘rsl'u%'agggs)
D.04.05 Fourth Floor Landing INTERNAL patt ‘F’fa':t‘aiZS'aSS N/A Glazed Ral 9005 N/A FD30S Sy:f:m"zf’ég“ﬁ;'rsllu%'ag:ggs)
D.04.06 Fourth Floor East Elevation Single Door N/A Steel Ral 9005 N/A FD30S 910 x 2110
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