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The spray booth extract air filters will be visually inspected regularly to ensure that they remain 
in good condition and are operating effectively. 

The filters will be inspected at least weekly and additionally if there is any indication of reduced 
airflow, increased overspray or abnormal operation of the extraction system. 

The condition of the filters and any maintenance or replacement carried out will be recorded in 
a maintenance log. Filters will be cleaned where appropriate in accordance with the 
manufacturer’s instructions and will be replaced promptly if they are damaged, excessively 
loaded with paint or no longer effective. 

Replacement filters will be of the correct type and specification for the spray booth and will be 
fitted in accordance with the manufacturer’s instructions. 

The spray booth extraction system will be checked following maintenance or filter replacement 
to ensure that it is operating correctly. 

No abrasive blasting equipment is operated at the premises; therefore, this part of the question 
is not applicable. 

Records of filter inspections, maintenance and replacement will be retained on site. 

 

 

 

 

 


